cleaners, consisting of short zinc tubes leading to a bath of oil, and thence into the chamber. Any dirt that may be in the air being heavier than the oil, falls to the bottom of the oil bath, so that the air is presented to the room cleaned.
The mattress room is heated by hot pipes passing through the room, independently of the ventilation, the air being drawn over the pipes by the action of the fan. In the new hospital at Belfast, the writer understands that good effects have been obtained by passing more air than is usually allowed through the drying closets, and allowing the air to pass from them to the washhouse itself, the air being taken originally from the ironing room. The steamy atmosphere of the washing room is always a matter of some anxiety, and it is claimed that, at Belfast, by not saturating the air that passes through the drying closets, and allowing it to escape into the washhouse, with a capacity for moisture unsatisfied, the steamy atmosphere is got rid of, to a large extent. It will be noticed that the course of the air in the laundry at Belfast is very similar to that at the London Hospital. In the operating theatres, which are tiled and walled with white marble, the plan of interposing a glass screen between the floor of the theatre and the students' gallery is about to be tried. The theatres are ventilated by filtered air brought in from outside, the windows being kept ?closed.
